100 S. WACKER DR.

SUITE 500
CHICAGO IL, 60606

TEL (312)-939-1000
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= STA. 313+50, 10° SETBACK C115.A.5 (RECP Rl) STA. 318+20, 10" SETBACK
STA. 315+390, 10° SETBACK
(2) 15" UD, 3-1/C %2, 1/C *4 GND (LITE) (RECP) C115.A.4 (RECP RI) C115.8.3 (RECP R2)
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C115.G.2 (RECP RT) STA. 338+22, 9' SETBACK
o} PROPOSED LIGHTING Cl15.H.1 (RECP R8) STA. 335+82, 9° SETBACK
g CONTROLLER “C115" C115.6.1 (RECP RT) STA. 333+42, 9’ SETBACK
\ 200A, 240/480V, 1@, 3W i ]
C115.A.3 (RECP R %% §TA."358490. 12° SETBACK STA. 331+12, 9' SETBACK
STA. 326+18, 9 SETBAEII(ISBZ RECP R2) Iy . '
-B.2 \m ROPOSED COMED SERVICE
STA. 650481, 13" SETBACK TRANSFORMER, NOTE 2 14" UD, 3-1/C 6, 1/C *8 GND (LITE)
T104.C.10 ‘ PROPOSED COMBO 1" UD, 3-1/C *2, 1/C *4 GND (RECP) NOTES:
| IS, ——
NTROLLER “CLC110"
SEE DRAWING 1. SEE_DRAWING E-1 FOR ELECTRICAL SYMBOL LIST AND
E-17 FOR ABBREVIATIONS. SEE DRAWING E-2 FOR ELECTRICAL
CONTINUATION GENERAL NOTES.
Cl15.A.1 (RECP RI) 2. CONTRACTOR MUST ROUTE CONDUIT FROM A LOCATION
STA. 651+47, 6' SETBACK SPECIFIED BY COMED TO THE PRIMARY SIDE OF THE
(NOTE &) PROPOSED SERVICE TRANSFORMER. CONDUIT MATERIAL
AND SIZE TO BE DETERMINED BY COMED, AND PAID FOR
UNDER THE “ELECTRIC UTILITY SERVICE CONNECTION"
PAY ITEM. SEPARATE PAYMENT WILL NOT BE MADE.
3. CONTRACTOR SHALL INSURE THAT THERE IS A MINIMUM
HORIZONTAL CLEARANCE OF 50 FEET, OR AS DIRECTED
BY COMED, BETWEEN THE POLE AND THE CLOSEST COMED
HIGH VOLTAGE LINE.
4. SEE DRAWING E-47 FOR PROPOSED LIGHTING UNIT DETAILS.
SEE DRAWING E-46 FOR PROPOSED LIGHTING UNIT
FOUNDATION DETAILS, UNLESS NOTED OTHERWISE.
5. SEE DRAWING E-44 FOR PROPOSED RETAINING WALL
MOUNTED LIGHTING UNIT INSTALLATION DETAILS.
6. CONTRACTOR TO FURNISH AND INSTALL (3) 35" x 36" W 2
RADIUS PVC CONDUIT RACEWAY ELBOWS IN FOUNDATION
PER DRAWING E-46.
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